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 Variable Frequency Drives (VFDs) are used to provide reliable dynamic 
systems and significant reduction in usage of energy and costs of the induction 
motors. Over the past decades, many control techniques have been proposed for 
induction motors drive system. One of the most well-known control method for 
controlling the speed and torque of the induction motor is Field-Oriented Control 
(FOC) technique. Modeling and control of faulty or an unbalanced three-phase 
induction motor (two stator phases open-circuit) is obviously different from healthy 
three-phase induction motor. Using conventional FOC for faulty three-phase 
induction motor, results in a significant torque and speed oscillation under fault 
conditions. Modeling and vector control of a faulty three-phase induction motor is 
extremely important in some critical applications, such as traction drive in military 
and space explorations, to ensure fault-tolerant operations. This research presented a 
new method for modeling and control of three-phase induction motor under fault 
condition (two-phase open circuit fault). The proposed method for modeling and 
vector control of faulty induction motor are based on d-q and Rotor FOC (RFOC) 
methods. It is shown the d-q model of faulty three-phase induction motor has the 
same structure of equations as the balanced three-phase induction motor. Therefore, 
by using some modifications to the conventional controller such as FOC, a novel 
technique for three-phase induction motor with two stator phases open-circuit (faulty 
three-phase induction motor) has been developed. A comparison between 
conventional and modified controller showed that the modified controller has been 

















 Pemacu frekuensi boleh-ubah digunakan untuk memberi sambutan dinamik 
yang mantap serta mengurangkan penggunaan tenaga dalam motor aruhan. Untuk 
beberapa dekad yang lepas, banyak kaedah kawalan motor aruhan telah 
diperkenalkan. Salah satu kaedah yang paling popular untuk pengawalan laju dan 
dayakilas ialah kawalan medan-berorientasi (Field-oriented Control (FOC)). 
Kawalan dan permodelan untuk motor rosak (dua fasa terputus) atau motor 3-fasa 
yang tidak seimbang sudah pastinya berlainan dari kaedah kawalan dan permodelan 
untuk motor 3-fasa yang sihat. Menggunakan kaedah kawalan FOC sedia ada untuk 
motor-motor ini akan menyebabkan ayunan yang tinggi dalam sambutan dayakilas 
dan laju motor. Permodelan dan kawalan untuk motor rosak  adalah penting untuk 
aplikasi tertentu seperti dalam ketenteraan dan eksplorasi angkasa lepas di mana 
operasi harus diteruskan walaupun kerosakan telah berlaku pada motor. Penyelidikan 
dalam tesis ini membentangkan kaedah baru dalam permodelan dan kawalan FOC 
untuk motor aruhan 3-fasa yang mana dua dari fasanya adalah terbuka. Kaedah yang 
digunakan adalah berasaskan kepada permodelan d-q dan fluks rotor FOC. 
Ditunjukkan dalam tesis ini permodelan d-q untuk motor rosak mempunyai bentuk 
persamaan yang sama dengan motor yang sihat. Dengan membuat sedikit ubah suai 
keatas FOC sedia ada, kawalan untuk motor rosak (dua fasa terbuka) telah dapat 
dihasilkan. Perbandinagn di antara kawalan kaedah lama dan baru menunjukkan 
kaedah baru dapat mengurangkan ayunan pada dayakilas dan laju dengan baik.    
 
 
 
 
  
